NobleSeal TS - Waterproofing Detail

(Novic

Company)

NOBLESEAL TS FLASHED BEHIND
BACKER BOARD AND UP WALLS 3"
HIGHER THAN FLOOD PLANE OR
BONDED TO THE FRONT SIDE OF
BACKER BOARD TO THE HEIGHT
OF THE SHOWER HEAD
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NOTES:

THIN-BED

COLLAR IN LOW POSITION

h
N

How

. WHEN NOBLESEAL TS IS FLASHED BEHIND THE BACKER BOARD,

MECHANICAL FASTENERS CAN ONLY BE USED IN THE TOP 1" OF

THE FLASHED MEMBRANE.

NOBLESEAL TS SHOULD BE FLASHED OVER THE DAM AND FASTENED
ON THE OUTSIDE OF THE DAM. THERE SHOULD BE NO PENETRATIONS
ON THE INSIDE OR TOP OF THE DAM.

PREFORMED DAM CORNERS ARE RECOMMENDED

PROFORM CURB COULD BE USED
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WEEP HOLES IN CLAMPING
RING MUST BE KEPT CLEAR

SLOPED MORTAR (1/4" PER FT.)
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